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NOTES:

TAP SIZE AND ISOLATION VALVE TO BE SAME SIZE AS AIR VALVE.
ALL PIPING AND FITTINGS, IN THE MANHOLE, SHALL BE 'NO LEAD’ BRASS OR BRONZE
UNLESS NOTED.

1.
2.
3. ARV MANHOLE SHALL BE PROVIDED WITHOUT STEPS.

4. CONCENTRIC CONES MAY BE USED FOR AIR VALVE MANHOLES LESS THAN 5 FEET IN DEPTH.
5.

6.

RESILIENT CONNECTORS OR BOOTS MEETING ASTM C923 SHALL BE USED AT THE MANHOLE
AND PIPE INTERFACE. RING TOP VIFW

MANHOLES DEEPER THAN 12 FEET REQUIRE AN EXTENDED BASE.

STANDARD 2" COMBINATION AIR VALVE (FOR
POTABLE WATER SYSTEMS)
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